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Abstract: The issues in evaluating the effects of industrial fi res on humans are very complex. One 
of the major factors posing a danger to humans in a fi re is heat fl ux. There are multiple 
ways to evaluate these effects and each has its own specifi cs and drawbacks. The aim 
of this contribution is to analyze the basic parameters for various types of industrial 
fi res, radiative heat transfer characteristics and the way the heat fl ux transferred by 
radiation affects human organism. Further discussed are basic means (models) to describe 
relationship of heat fl ux and its effects on exposed individuals. 
Key words: Probit function, analysis and evaluation of risks, model, heat fl ux, exposure time.
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Introduction
For the elaboration of the " Risk analysis and its 
evaluation " document (hereinafter referred to as 
"RAE"), which is a compulsory component of the 
emergency documentation, according to the the Major 
Accident Prevention (hereinafter referred to as "MAP") 
Act No. 59/2006 Coll., the effects of fi res in industrial 
plants on human lives and health must be evaluated.
Several types of models are used for determining 
these effects. A model is a simplifi ed representation 
of reality; in this case, the models are simplifi ed 
representations of the relationship between heat 
fl ux and its effects on humans. Most of the models 
described below are represented by a defi ned 
mathematical function, or simply by a discrete value.
Evaluation of the heat fl ux effects on humans is 
a complex issue. Therefore, simplifi cation of the reality 
for the purposes of RAE can lead to certain simplifi cations 
in the process of modeling the effects on humans. Some 
of the models employed therefore take into account only 
the heat fl ux critical value without regard to the exposure 
time, or with regard to only predetermined exposure 
time. Other models, such as the models based on probit 
functions, apply a far more comprehensive approach 
based on the dose-effect relationship.
In the introductory section of this contribution, 
basic types of fi res that may occur in plants 
storing dangerous fl ammable substances will be 
mentioned. Subsequently, a short description of 
radiative heat transfer principles will be given for 
better understanding of the nature of the heat fl ux 
phenomenon. Next follows a theoretical analysis 
of the factors infl uencing the effects of thermal 
radiation exposure on human lives and health. In the 
fi nal section, models that can be applied in RAE to 
determine the effects will be categorized and their 
brief description will be given.
Materials and methods
Types of Industrial Fires
Industrial fi res involving dangerous fl ammable 
substances often have very specifi c characteristics. 
Physicochemical events resulting from the initiation 
of fl ammable substances employed in industry are 
often different from those known in common fi res 
and they, by their nature, endanger greatly human 
lives and health. Basic types of fi res are presented 
in Tab. 1 below.
Radiative Heat Transfer
Although heat transfer can have diverse effects, 
this contribution focuses solely on thermal radiation. 
The term "radiation" is used to describe many 
different phenomena. Among them are visible light 
or ionizing radiation, such as X-ray and gamma ray 
radiation.
Thermal radiation is an electromagnetic 
radiation emitted from the surface of an object 
occurring due to the object's temperature. Any 
material that has a temperature greater than absolute 
zero emits a certain amount of radiative energy. 
Thermal radiation is generated when heat caused 
by the movement of charged particles within 
atoms is transformed into electromagnetic waves. 
Electromagnetic waves propagate independently 
of the environment, which means they can travel 
Review article
p. 44 - 51 
Transactions of the VŠB - Technical university of Ostrava
Safety Engineering Series 
Vol. VI, No. 2, 2011
45
through empty space and air. Radiation can also, 
depending on the characteristics of the material 
and the radiation energy, penetrate through other 
materials. In some cases, radiation manifests itself 
rather in form of particles, but this phenomenon 
is not relevant for the basic understanding of heat 
transfer from fi re (Hartin, 2010). 
Thermal radiation combines with a wide range of 
frequencies, as shown in Fig. 1. The electromagnetic 
spectrum includes radiation in broad range of 
wavelengths; a large portion of the electromagnetic 
spectrum cannot be observed by the human eye. In 
the study of fi re behavior, the infrared portion of the 
spectrum is of crucial importance. The energy emitted 
at each wavelength is dependent on temperature. 
Frequency and energy of emitted radiation increase 
as temperature increases. This is refl ected by the 
color changes from red to yellow and then to white, 
depending on how much the object is heated. If the 
color change is visible, most of the radiative energy 
is in the infrared spectrum.
Fig. 1 Electromagnetic spectrum (Hartin, 2010)
Electromagnetic waves of any frequency heat 
objects' surfaces and are absorbed by them. The 
amount of heat emitted onto objects in the vicinity 
of a fi re depends on the size and shape of the fl ame 
surface; the heat formed during combustion; the 
fraction of radiated heat; the quantities of soot that is 
produced during combustion and forms the luminous 
part of the fl ame; water vapor present; carbon 
monoxide contained in the air; and the position of 
the object (Casal, 2008). 
It is important to specify the nature of heat fl ux, 
which is defi ned as the rate of heat transfer per unit 
cross-sectional area. In Czech, the term "tepelný 
tok" (tepelný = heat, tok = fl ux) is defi ned as the rate 
of heat transfer per cross-sectional area, whereas 
rate of heat transfer per unit cross-sectional area 
(heat fl ux) is referred to as "hustota tepelného toku" 
(hustota = density), thus the term "density of heat 
fl ux" in verbatim translation. In risk analysis the 
term "tepelný tok" is often used instead of "hustota 
tepelného toku". The reason is the adoption of data 
from English written literature, when the English 
terms "heat fl ux" or "thermal fl ux" are translated as 
"tepelný tok". Linguistically, the two terms match 
but from a physical point of view, the correct term 
for "heat fl ux" is "hustota tepelného toku". In risk 
analysis, such a designation will probably continue 
to be used for its simplicity.
Various models are used to calculate heat fl ux 
at certain distance from a fi re. Although several 
models (such as Solid Flame Model, Field Model, 
Point Source Model) exist, in this contribution we 
describe only the simplest way to determine heat 
fl ux at a given distance from fi re source. For its 
simplicity, the Point Source Model was chosen. 
(Hartin, 2010). 
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Heat fl ux level 
[kW.m-2]
(O´Sullivan 2004) 
Anticipated 
duration of 
exposure to heat 
fl ux
Other adverse 
effects Subsequences
Pool Fire 50 - 150 Minutes to hours
Combustion 
products, 
convective heat 
transfer
Frequent initiation by a fl ash 
fi re or a vapor cloud explosion. 
A boilover and a fi reball may 
eventually occur.
Jet Fire 100 - 250 Minutes to hours Convective heat transfer May precede BLEVE.
Fireball 270 Seconds
Overpressure, 
dispersion of 
fl ashing liquid 
Occurs during boilover or 
BLEVE.
Flash Fire 170 Seconds
Overpressure, 
unbreathable 
atmosphere
May proceed at various rates, often 
up to the rate of detonation, in a 
confi ned environment manifested 
rather as a vapor cloud explosion. 
May lead to a pool fi re.
Tab. 1 Summary of types of fi re events in industry involving dangerous substances
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Point Source Model
The point source model is the simplest model 
to determine the heat fl ux intensity. This model 
considers fi re and fl ame surface as a point source 
located in the geometric center of the fl ames. 
Radiated energy is then considered as a ratio of the 
total energy produced from a fi re. It is assumed that 
energy is radiated in all directions (Hartin, 2010). 
For point sources, the radiation intensity varies 
reciprocally with the square of the distance from 
source, which is illustrated in Fig. 2. Doubling the 
distance reduces the radiation intensity four times, 
that is to 1/4 of its original value.
When radiation is emitted from other than a point 
source, as it is under fi re conditions, dependence of 
the decrease in radiation intensity is more complex. 
If the area of the source is large compared to the 
distance, heat fl ux decrease does not correspond to 
the reciprocal of the square of the distance. There 
is a simple rule: if the distance from source is 
greater than 5 times the dimensions of the source, 
the reciprocal square of the distance can be used to 
calculate the heat fl ux (Hartin, 2010). 
Fig. 2 Heat fl ux decrease with distance 
(Hartin, 2010)
Another parameter infl uencing the heat fl ux 
intensity at a certain distance from source is the 
absorption of thermal radiation by atmosphere 
and the position of the surface hit by thermal 
radiation. Particles of water and carbon dioxide in 
the atmosphere can partially absorb heat transferred 
by thermal radiation. The thermal radiation intensity 
may therefore vary depending on the distance 
from source and on the amount of absorbed heat. 
The amount of carbon dioxide contained in the 
atmosphere is basically constant, but the number 
of molecules of water can vary depending on the 
temperature and humidity (Casal, 2008).
The physicochemical nature of the heat fl ux is 
common to all industrial fi res and for the purposes 
of RAE it is necessary to know the effects of 
this phenomenon on humans, particularly from 
a biological point of view.
Results
Effects of Thermal Radiation on Humans
In this contribution, we focus solely on the 
effects of thermal radiation, therefore other factors, 
such as effects caused by combustion products, 
thermal convection or others, are not taken into 
consideration. The response of an organism to the 
energy transfer is affected by many factors, such as 
conductivity of tissues, peripheral blood perfusion 
affecting the degree of absorption or dissipation of 
heat in tissues, pigmentation, hairiness, thickness 
of the keratin layer of skin (stratum corneum) or 
water content in the tissues of the affected area. The 
surface temperature of the skin can also vary within 
the extreme limits of human exposure to an energy 
source (Pokorný, 2004).
The main effect of heat fl ux in humans is the 
skin burn. The severity of burns depends on heat 
fl ux intensity (kW.m-2 ) and received dose. Burns are 
basically classifi ed into three categories:
• First degree burns. They manifest with erythema 
and pain.
• Second degree burns. They are deeper wounds 
(0.1 mm); the skin reddens and blisters form.
• Third degree burns. They are deep injuries (1 - 
2 mm); the victims lose sensitivity in the affected 
area; the skin is damaged and destroyed to its full 
depth and its color is yellow or black.
The probability of death can be determined 
only for the second and third degree burns. In these 
burn degrees, the skin layers protecting the body 
against external infl uences are severely damaged 
or destroyed on a large body surface area. As 
a result, water loss in the human body occurs and 
the probability of infection or death increases. The 
probability of survival in such a situation can be 
expressed as a function of the percentage of body 
area affected and the age of victim. Moreover, if 
a large portion of the body surface is affected, the 
victim may fall into a state of shock (Casal, 2008).
Burn mortality is infl uenced by a large number of 
factors that include age, inhalation injuries, existing 
medical complications, medical complications 
resulting from burns, quantity and type of clothing, 
rapidness and methods of health care, and the body 
part that has been burned. Age is one of important 
factors determining severity of thermal trauma. 
Apart from the early prognosis, it infl uences the 
long-term/lifetime prognosis. It has been repeatedly 
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demonstrated that individuals younger than two 
and older than sixty years of age have a higher 
burn mortality rate than other age groups (Pokorný, 
2004).
An important factor in determining the 
potential mortality rate is the burn wound depth. It 
corresponds not only to the intensity of heat fl ux, 
but also to its duration. For example, temperatures 
of even several thousand degrees Celsius applied for 
a fraction of a second produce superfi cial scorches 
whereas temperature of 43 degrees Celsius applied 
for more than 60 minutes destroys skin to its full 
depth (Pokorný, 2004).
If we focus on accidents caused by fi res, we 
encounter not only physical, but also psychic 
damages. Many victims may die not due to the 
extent and severity of their somatic injuries, but as 
a result of severe psychological stress and mental 
breakdown. The victims are prone to "blind action", 
when they are blinded and respond to stimuli in 
a confused manner, and to chaotic behavior. They 
usually do not realize that their life is in danger. 
This condition is referred to as "trauma agnosis" 
and it was, for example, the cause of death of many 
Hiroshima thermally injured victims (Pokorný, 
2004). 
When evaluating the effects of thermal radiation 
on humans, clothing is also an important factor 
to consider. Clothing provides certain protection 
against burns, but only until it catches fi re. The 
overall trauma of an individual depends on the body 
surface covered by clothing and his capability to 
protect himself from thermal radiation. However, it 
is important to realize that when ignited, the burning 
clothing causes more severe damage than the one 
that would have been caused by the action of heat 
fl ux itself. The Dutch approach (TNO, 1999) defi nes 
the threshold for the ignition of clothing. For the 
heat fl ux intensity exceeding this threshold, 100 % 
probability of death of the exposed individuals is 
assumed. 
When considering the protective properties 
of clothing, regard must be taken of whether the 
clothing undergoes spontaneous or piloted ignition. 
Piloted ignition is considered when clothing ignites 
due to direct contact with a fl ame. If piloted ignition 
is involved, we can assume that after removal of 
the fl ame the burning clothes can be ripped off 
and the danger eliminated. If the clothing ignites 
spontaneously, i.e. as a result of thermal radiation, it 
cannot be assumed that the danger will be eliminated 
after the removal of clothing, because the person will 
be still exposed to the source of radiation (Mannan, 
2005).
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Another factor that needs to be considered is 
the behavior of the affected individuals. In Mannan 
(2005), it is quoted that it takes 5 sec. until a person 
is able to respond adequately. After this period of 
time the person will most likely turn his back to the 
source of thermal radiation and will seek to escape 
or hide. Some models consider this behavior too. 
Known cases show that some of the victims have 
burns both on the front and the back side of the body. 
At the moment the event occurred, the victim was 
facing the event and after initiation turned his back 
in an attempt to escape.
For the purposes of RAE elaboration, it is 
necessary to consider all residents, including those 
who are found in buildings. Buildings are supposed 
to provide comprehensive protection against thermal 
radiation effects. However, just as with clothing, it is 
assumed that they provide protection only until they 
catch fi re. The Dutch approach (TNO, 1999) uses 
for building ignition (and thus for the increase in the 
probability of death to 100 %) the same heat fl ux 
level as for the ignition of clothing.
In this chapter, the heat fl ux effects on humans 
and principal factors infl uencing characteristics 
and degree of these effects have been described. 
Basic types of industrial fi res involving dangerous 
fl ammable substances, physicochemical nature of 
thermal radiation, and its effects on human health 
have been explained. Now, the basic types of models 
determining the effects of fi res in industry are to be 
specifi ed.
Models for Determining the Effects of 
Fires in Industry
For elaboration of the RAE document, several 
approaches to determine the impact on the 
population can be opted for. Functions and discrete 
values published in internationally recognized 
methodologies and scientifi c publications concerning 
MAP risk analysis process are the bases for the 
application of various approaches: Purple Book 
(TNO, 1999); Lees' Loss Prevention in the Process 
Industries (Mannan 2005); ARAMIS methodology 
(Casal et al., 2001); CPQRA (AIChE, 2003); Risk 
Manual Bevi (RIVM, 2009).
In conducting risk analysis, it is usually possible 
to calculate only heat fl ux at a given location or, as the 
case may be, duration of its effects. Unfortunately, 
other important information such as the age of the 
affected people or the percentage of body affected 
by burns, cannot be foreseen in risk assessment in 
industrial plants. The models used must take into 
account the limited possibilities for determining the 
impacts.
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According to the principles of impact evaluation, 
the models and the approaches to determine the 
effects of heat fl ux caused by fi re can be divided into 
following categories:
• Models based on heat fl ux threshold level,
• Models based on thermal dose,
• Probit functions and other probability models,
• Models based on the percentage body burn.
Models Based on Heat Flux Threshold 
Level
To calculate the range of impact or safe distance from 
a facility where a fi re may occur, the heat fl ux value alone 
can be used, with a unit of kW.m-2 (or W.m-2). These 
values can be derived from experimental data, real 
cases, or deduced from other models. Many heat fl ux 
values related to various factors have been published 
and applied worldwide. The biggest drawback of this 
approach is the limited ability to include exposure 
time in the calculation. Within the approaches, the 
values of heat fl ux related to a specifi c exposure time 
are quoted in some cases, but if the values cannot be 
extrapolated, their application is very limited.
However, during industrial accidents, individuals 
are exposed to heat fl ux only for a certain period of 
time. It can be assumed that this period will be short. 
In the event of a fl ash fi re or a fi reball, the exposure 
time is limited by the duration of the event itself, 
amounting to seconds. For pool fi re or jet fi re, it can 
be assumed that in case of exposure to heat fl ux the 
affected individuals will seek a hiding place or will 
be able to escape. High level heat fl uxes may cause 
death within a short period of time. In general, it 
can be stated that the exposure of a person to heat 
fl ux continuing for, for example, several minutes is 
hardly imaginable in industrial accidents.
The method of setting limits based on heat fl ux 
threshold values is chosen in the U.S. EPA ALOHA 
5.4.1.2 modeling program. It uses heat fl ux values 
causing specifi c effects within one minute (see Tab. 2).
Tab. 2 Heat fl ux values used in ALOHA 5.4.1.2 
program (NOAA, 2007)
Models Based on Thermal Dose
The dependence of severity of thermal radiation 
effects upon the relationship between the heat fl ux 
intensity and the exposure time can be expressed in 
various manners. The simplest way is to introduce 
a factor determining the severity of damage; in this 
case, it is the thermal dose, which is the result of 
a heat fl ux of a certain value lasting for a specifi c 
period of time. Furthermore, it was found out that 
the impact of high thermal radiation values is more 
signifi cant than the infl uence of exposure time; 
therefore, an empirical expression of this relationship 
was introduced as:
(1) 
where:
t exposure time [s],
I heat fl ux [W.m-2],
n parameter,
c constant.
Eisenberg et al. (1975) introduces in this equation 
the parameter n = 4/3 = 1.33, based on data correlation 
from burn cases. For non-lethal effect he introduces 
the parameter n = 1.15. Hymes (1996), however, 
proposes the same value of the exponent n = 4/3 for 
both lethal and non-lethal effects. Daydcock (2000) 
states that the value of 4/3 is based on relatively old 
data, and does not relate to the infrared radiation. 
It is, however, considered acceptable and currently 
the best available. He also mentions the value of 
1.15 stating that if more accurate data are available 
in the future, it may be used in calculating non-lethal 
thresholds. So the thermal dose value and its unit 
have been established:
(Thermal Dose Unit) - TDU = 1 (kW.m-2)4/3·s 
The principle of determining the impacts of 
fi re using the thermal dose is used mainly for 
the purposes of evaluating fi re risks on offshore 
platforms in Great Britain (Daydcock, 2000; HSE, 
2006). As an example, the proposed limits are 
listed in Tab. 3. This approach is convenient mainly 
because it counts with exposure time.
Tab. 3 Proposed thermal dose limits for offshore 
workers (Daydcock, 2000)
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Heat fl ux value 
[kW.m-2] Effect
10 Potential of death within 60 seconds
5 Second-degree burns within 60 seconds
2 Pain within 60 seconds
nt I c 
Thermal dose [(kW.m-2)4/3·s] Effect
1000 1 % lethality
2000 50 % lethality
3200 100 % lethality
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experiments in which a certain number of individuals 
is exposed to heat fl ux, as it is common in inhalation 
toxicology tests, to obtain data on mortality rate for 
extrapolation to probits. It is therefore possible only 
to draw on limited data obtained from historical 
experience.
Eisenberg et al. (1975) uses results published 
in White (1971), where the effects on humans 
exposed to ultraviolet radiation in nuclear attacks in 
Nagasaki and Hiroshima are discussed in detail. This 
model is still widely used because it is, for obvious 
reasons, impossible to conduct further experiments 
on humans or animals. Experimental data, however, 
show that models based on ultraviolet radiation 
may overestimate the thermal dose obtained from 
a source emitting infrared light up to twofold. The 
original model has been modifi ed several times by 
various authors (see Tab. 4).
Models using the probit function make possible 
to determine the percentage response of affected 
individuals for any value of heat fl ux and exposure 
time. Its disadvantage is how it is established as it is 
based on data that are considered obsolete and only 
limitedly verifi able.
Models Based on the Percentage Body Burn
Models based on the percentage body burn can 
be based somewhat better on empirically derived 
data. Mortality of individuals in relation to the 
percentage of body burn can easily be determined 
from the cases of burned people treated in hospitals. 
Many studies investigate survival rate from actual 
cases and establish models for calculating mortality 
depending on age and percentage body burn. The key 
issue in this case is to determine the surface area of 
Probit Functions and Other Probability 
Models
Probit functions determine the dose - effect 
relationship by mathematical and statistical methods. 
For exposure evaluation, the dose - effect relationship 
is taken as a relation of the impact degree of a given 
inducement, the exposure time, and the effect. It 
does not count with the form, nor with the degree 
of the effect. The term "effect" is defi ned here as an 
estimation of population that manifests determined 
response to the impact. Probit functions are most 
commonly defi ned for lethality, but functions for 
other types of effects (fi rst or second degree burns) 
are also established. Probit functions show how the 
increase in concentration or in exposure time affects 
the overall effect. The probit function for heat fl ux 
effects is given by:
(2) 
where:
a, b regression constants (see Tab. 4),
t exposure time [s],
I heat fl ux [W.m-2] or [kW.m-2].
In risk analysis, the probit function is most 
often used for the evaluation of toxic effects, 
because the data obtained from toxicological 
tests on animals can be extrapolated. For thermal 
radiation effects, adequate experiments on animals 
cannot be performed (except for some cases), since 
the character of human and animal skin differ 
substantially. If experiments are performed, they 
are conducted to observe response of the animal 
(e.g. pig) skin as such. It is not possible to perform 
4
3lnPr a b I t
      
Effect a [W.m-3] a [kW.m-3] b Author Note Key publications
Lethality -38,48 -14,9 2,56
Eisenberg, 
Lynch, 
Breeding
Based on nuclear explosion data 
Mannan, 2005
VROM, 2005
AlChE, 2003
Lethality -36,38 -12,8 2,56 Tsao a Perry Modifi ed Eisenberg model (includes infrared radiation)
TNO, 1999
Mannan, 2005
VROM, 2005
RIVM, 2009
Lethality -37,23 -13,65 2,56 TNO Modifi ed Eisenberg model (for individuals protected by clothing)
Mannan, 2005
Casal et al., 2004
Lethality -29,02 -10,69 1,99 Lees Based on pig skin experiments and Eisenberg model
Mannan, 2005
VROM, 2005
1st Degree 
Burns -39,83 -12,03 3,018 TNO Developed by TNO
Mannan, 2005
VROM, 2005
2nd Degree 
Burns -43,14 -15,34 3,018 TNO Developed by TNO
Mannan, 2005
VROM, 2005
Tab. 4 Probit functions for heat fl ux (a and b are regression constants used in equation 2)
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the body exposed to heat fl ux if a person is exposed 
to a fi re. Estimation of the percentage of affected 
body surface depending on clothing is one of the 
approaches. VROM (2005) assumes that in a clothed 
adult the bare skin makes 20 % of the body surface, 
while in a child it is 30 %. In such cases, protective 
properties of clothing are to be also included.
These models are convenient because empirical 
data can be used for their establishment. However, 
their applicability for AER is limited because the 
percentage of affected body surface cannot be 
assumed from the mere heat fl ux value. Still, they 
may serve as a basis for determining other models 
established on the basis of heat fl ux as such.
Conclusion
In prevention of major accidents, different 
types of fi res with transfer of danger through 
thermal radiation are considered. Thermal radiation 
is dangerous because the transfer is practically 
instantaneous (the speed of light). To assess the 
effects of emergency events in which the danger is 
transferred by thermal radiation, many factors must 
be taken into account - from the characteristics of 
individuals (age, amount of clothing) to external 
factors (transmissivity of atmosphere). Only few of 
these factors can be taken into account in the process 
of elaborating RAE.
In RAE elaboration and in determination of 
threshold effects it is necessary to use some of the 
published models. The simplest ones are based only 
on a specifi c discrete value of heat fl ux which is 
considered to cause a given effect. This approach 
can be regarded as satisfactory as it can be assumed 
that the exposure of an individual to heat fl ux will 
last for a short time only. A more accurate approach 
uses thermal dose, value of which includes effects 
of the impact lasting for a certain period of time. 
Even more comprehensive approach is represented 
by probit function that refl ects the dose - effect 
relationship and determines the corresponding 
degree of the impact, usually lethality. The drawback 
of probit functions that are used to determine the 
effects of heat fl ux, is that most of the world's 
published documents are based on modifi cations of 
the model published by Eisenberg et al. (1975). This 
model is based on data obtained from nuclear attacks 
on Hiroshima and Nagasaki, and today many experts 
consider it  outdated and inaccurate.
However, due to the absence of more recent 
data and impossibility to perform another tests, at 
the current state of knowledge, it is (in modifi ed 
versions) accepted as suffi cient. Another option is 
the application of models depicting the relationship 
between lethality and affected body surface area, 
which can be based on empirical data obtained 
from medical practice. However, this approach 
is very diffi cult to apply in conditions of MAP as 
the percentage of the body affected is diffi cult 
to estimate in risk analysis in enterprises with 
dangerous substances.
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